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Abstract: This study investigates the thermal efficiency of a solar air heater (SAH), when it was
mounted on a custom-made support frame, and was operated under different air mass flow rate.
This SAH is composed of a transparent polycarbonate cover plate, a felt absorber layer, a perforated
aluminium back plate and an aluminium frame. The ambient inlet air of this SAH is heated as it
passes through the perforated back plate and over the felt absorber layer. The heated air is blown out
through the outlet. Studies of SAHs with a similar design to this SAH were not found in the literature.
The experiment was carried out at Massey University, Auckland campus, NZ (36.7◦ S, 174.7◦ E).
The global horizontal solar irradiance, the ambient temperature and the wind speed were recorded
using an on-site weather station. Temperature and velocity of the air at the outlet were measured
using a hot wire anemometer. During the experiment, the air mass flow rate was between 0.022 ±
0.001 kg/s and 0.056 ± 0.005 kg/s. Results showed that when the SAH was operated at the airflow
between 0.0054 kg/s and 0.0058 kg/s, the inlet air temperature and the wind speed (between 0 and
6.0 m/s) did not impact the temperature difference between the outlet air and the inlet air. The thermal
efficiency of the SAH increased from 34 ± 5% at the airflow between 0.021 kg/s and 0.023 kg/s, to 47 ±
6% at the airflow ranging from 0.032 kg/s to 0.038 kg/s, to 71 ± 4% at the airflow of 0.056 ± 0.005 kg/s.
The maximum thermal efficiency of 75% was obtained at the airflow of 0.057 kg/s. The effective
efficiency of the SAH was 32 ± 5% at the airflow between 0.021 kg/s and 0.023 kg/s, 42 ± 6% at the
airflow ranging from 0.032 kg/s to 0.038 kg/s, and 46 ± 11% at the airflow of 0.056 ± 0.005 kg/s.
Keywords: solar air heating; porous absorber layer; perforated back plate; thermal efficiency
1. Introduction
The thermal efficiency of a solar air heater (SAH) is defined as the ratio of the energy converted to
the solar energy incident on the SAH collector panel [1]. The design and the operation conditions are
the main factors that influence the efficiency of a SAH. The main components for the design include
the cover, flow types and absorber layer. Operation conditions include the air mass flow rate and the
weather conditions (solar radiation, ambient temperature and wind speed).
Several research projects have focused on modifying the configurations of the SAH to increase
the heat transfer performances. These modifications include changing shapes and materials of the
absorber layer [2–7], increasing the air channel turbulence [8–11], modifying the flow type [12–14] and
the cover plate [15]. Table 1 shows the efficiencies of several types of SAH, when they were operated at
different air mass flow rate.
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Table 1. Efficiencies of several types of solar air heater operated at different air mass flow rate.
Study
Air Mass
Flow Rate
(kg/s)
Cover Flow Type Absorber Layer Efficiency (%) Reference
1
0.010 kg/s;
0.020 kg/s;
0.030 kg/s;
0.040 kg/s;
0.050 kg/s;
0.060 kg/s.
Double
glazed
Double parallel pass;
Placing the absorber
plate in the middle of
the air channel
forming the equal
upper and lower flow
channel.
Type 1: flat plate;
Type 2: longitudinal
fins below and above
the absorber layer;
Type 3: V-corrugated
shaped absorber layer.
Type 3 was 11% to 14%
more efficiency than
Type 1;
Type 3 was 9% to 12%
more efficient than
Type 2;
Maximum efficiencies
at air mass flow rate of
0.060 kg/s:
Type 1: 58%;
Type 2: 56%;
Type 3: 65%.
[15,16]
2
0.010 kg/s;
0.020 kg/s;
0.030 kg/s;
0.040 kg/s;
0.050 kg/s;
0.060 kg/s.
Single
glazed
Type 1, 2, 3 single
pass under the
absorber layer;
Type 4, 5, 6 double
counter pass. First
channel was formed
by the glass cover and
the absorber layer.
Second channel was
formed by the
absorber layer and the
insulation layer.
Type 1 and Type 4: flat
plate;
Type 2 and Type 5:
longitudinal fins below
the absorber layer;
Type 3 and Type 6:
V-corrugated shape
absorber layer.
Maximum efficiencies
at air mass flow rate of
0.060 kg/s:
Type 1: 65%;
Type 2: 69%;
Type 3: 75%;
Type 4: 78%;
Type 5: 79%;
Type 6: 82%.
[17]
3 0.012 kg/s;0.016 kg/s.
Single
glazed Single pass
Type 1: galvanized iron
sheet with 0.5 mm thick
black chrome selective
coating, without fins;
Type 2: five
longitudinal and hollow
semi-cylindrical fins
located below the
absorber layer
Maximum efficiencies
at air mass flow rate of
0.012 kg/s and 0.016
kg/s: Type 1: 35% and
44% respectively;
Type 2: 40% and 52%
respectively.
[9]
4 0.030 kg/s;0.050 kg/s.
Single
glazed
Double parallel pass;
Placing the absorber
layer in the middle of
the air channel
forming the upper
and lower flow
channel.
Absorber layer was
formed by aluminum
cans.
Type 1: flat aluminum
plate with zag-zig
staggered arranged
aluminum cans on both
sides;
Type 2: flat aluminum
plate with orderly
arranged aluminum
cans on both side;
Type 3: flat aluminum
plate with no cans on
both sides.
The maximum
efficiency (73%) was
found in Type 1 SAH at
air mass flow rate of
0.050 kg/s.
Mean efficiencies at air
mass flow rate 0.030
kg/s and 0.050 kg/s
respectively:
Type 1: 41% and 55%;
Type 2: 36% and 47%;
Type 3: 31% and 43%.
[18]
5 0.012 kg/s to0.038 kg/s
Double
glazed;
Type 1: Single pass
through wire mesh;
Type 2: Double
counter pass through
wire mesh.
A steel wire mesh with
fins.
Maximum efficiencies
at air mass flow rate of
0.038 kg/s:
Type 1: 60%;
Type 2: 64%.
[19]
6 0.012 kg/s to0.042 kg/s
Double
glazed;
Double pass;
First flow channel was
formed by the two
glass layers;
Second flow channel
was formed by the
lower glass cover and
the absorber layer.
Wire mesh layers
between the fins;
Type 1: With 2 fins
attached;
Type 2: With 4 fins
attached;
Type 3: With 6 fins
attached.
Maximum efficiencies
at air mass flow rate of
0.042 kg/s:
Type 1: 75%;
Type 2: 82%;
Type 3: 86%.
[20]
Among all the reported SAH in Table 1, efficiencies ranged from 35% to 86% when they were
operated at the mass flow rate from 0.010 kg/s to 0.060 kg/s. Study 6 Type 3 SAH showed the maximum
efficiency of 86% at the air mass flow rate of 0.042 kg/s.
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Study 1 (Table 1) to Study 4 (Table 1) showed artificially roughening the absorber layer can
increase the efficiency of the SAH [9,15–18]. Study 1 [15,16] showed that the double pass SAH with V
corrugated shape absorber layer was from 11% to 14% and from 9% to 12% more efficient than the
double pass SAH with flat and finned absorber layer respectively. Karim and Hawlader [17] (Table 1,
Study 2) found a single pass SAH with finned absorber layer was 4% more efficient than the flat plate
SAH. The single pass SAH with V corrugated shape absorber layer was 10% more efficient than the
flat plate SAH. Chabane, Moummi and Benramache [9] (Table 1, Study 3) reported that the maximum
efficiency of a single pass SAH with fins below the absorber layer was 5% and 8% more efficient than
the one without fins, at the air mass flow rates of 0.012 kg/s and 0.016 kg/s respectively. Ozgen, Esen
and Esen [18] (Table 1, Study 4) compared a parallel double flow SAH with zigzag arranged aluminium
cans on the absorber layer, orderly arranged aluminium cans on the absorber layer, and the smooth
absorber layer at the air mass flow rate of 0.030 kg/s and 0.050 kg/s. The maximum efficiency of 73%
was found for the SAH with zigzag-arranged cans on absorber layer at the air mass flow rate of 0.050
kg/s. In short, artificially roughening the SAH absorber layer can increase the efficiency of the SAH.
Modifying the airflow type is another way to increase the heat transfer of the SAH [12–14]. Airflow
types can be categorized as: (i) single flow (with only one flow channel over or under the absorber
layer); (ii) double flows (double pass parallel flow or double pass counter flow); and (iii) air flow
through a matrix absorber layer [13]. There are two ways to create the double flow. One is using the top
glass cover and the bottom glass cover (double glazed SAH) forming the upper channel, with the lower
glass cover and the absorber layer forming the lower channel. Another double flow SAH is designed
by placing the absorber layer inside the air duct to form the double air passage around absorber
layer. The maximum thermal efficiency was achieved by placing the absorber layer in the middle of
the air channel, with the upper and lower channels of equal size [21]. Omojaro and Aldabbagh [19]
(Table 1, Study 5) showed a 4% increase of the thermal efficiency when the SAH was modified from
single flow to double flow. Karim and Hawlader [17] (Table 1, Study 2) reported a 13%, 10% and 7%
thermal efficiency increase for V corrugated shape, finned and flat plate absorber layer when changing
the airflow type from single flow to double flow. Dhiman, Thakur and Chauhan [12] found that the
thermal efficiency of a counter flow SAH was from 11% to 17% higher than the same SAH with parallel
flow, when they were operated at the air mass flow rate from 0.012 kg/s to 0.038 kg/s. In conclusion,
modifying the airflow type can increase the thermal efficiency of a SAH.
The thermal performance of six types of SAH was investigated [19,20,22–24]. The first SAH had a
steel wire mesh absorber layer [22], the second SAH had a steel wire mesh absorber layer and longitude
fins attached [19]. The third one had a steel wire mesh absorber layer with transverse fins attached
and ‘S-shape’ airflow (Table 1, Study 6) [20]. The forth one had a steel wire mesh absorber layer with
transverse fins attached and ‘8-Shape’ airflow [23]. The fifth one had a steel wire mesh absorber layer
and a partially perforated cover [24]. The performance of these five SAHs was compared with a similar
SAH without any modifications (the sixth type SAH).
The authors concluded that the SAH with the wire mesh absorber layer (matrix layer) was efficient,
as air passing through the wire mesh absorber layer can maximize heat extraction [5]. The SAH with
modified rough air channels performed better than the SAH with smooth air channel. The double-pass
SAH was more efficient than the single pass SAH. For the double-pass SAH, the height of the upper
channel negatively impacted on the thermal efficiency. The narrower the upper channel, the more
efficient the SAH was. When the SAH was operated at air mass flow rate of 0.036 kg/s, thermal
efficiencies were respectively 62%, 59% and 57% at the height of the upper channel of 30 mm, 50mm
and 70 mm [19]. The maximum thermal efficiency (86%) was obtained from the third type SAH (the
double-pass counter flow SAH with six transverse fins and ‘S-shape’ airflow channel) at the air mass
flow rate of 0.042 kg/s [20].
Our study aims to investigate the thermal efficiency of a SAH when it was operated at different
air mass flow rate. The experiment was conducted under Auckland, NZ weather conditions. The
thermal efficiency of this studied SAH is compared to some other SAHs reported in the introduction.
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This studied SAH has the inlet air coming from a perforated back plate and then passing through and
over the absorber layer before it is ducted. Results for investigating thermal efficiency of such type
SAH have not been reported in the literature yet.
The paper is organized as following: materials and methods for investigating thermal efficiency of
the SAH are presented in Section 2, including the structure of this studied SAH; experiment setup, test
procedure and the thermal efficiency calculation. Section 3 presents the experimental results. Section 4
concludes the finding along with the future research.
2. Materials and Methods
2.1. Structure of the Studied Solar Air Heater
Figure 1 shows the exploded view of the studied SAH.
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Figure 1. Exploded view of the studied solar air heater.
Figure 1 shows that this SAH, fro the front to the back, is composed of a transparent cover
(polycarbonate), an absorber layer (black felt), a perforated back plate (aluminium) and an aluminium
frame. The diameter of the outlet air duct is 125 mm. The diameter of the air inlet holes on the
perforated back plate is 1.5 mm. These holes are evenly distributed in a grid, spaced at 15 mm apart
(approximately 4300 holes/m2).
Figure 2 shows the schematic view of the studied SAH.Energies 2020, 13, x FOR PEER REVIEW 5 of 17 
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perforated back plate. The heated air is pushed in the outlet duct by the fan. The velocity of the outlet
air was controlled by the fan speed controller (regulator).
2.2. Experiment Setup and Test Procedure
During the experiment, the SAH was mounted on a custom-made galvanized metal frame.
Figure 3 shows the setup of the experiment.
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Table 2. The characteristics of the monitoring devices.
Device Monitored Parameters Range Accuracy
HP2000 weather station Solar irradiance (W/m2) 0–3000 W/m2 ±15%
Ambient air temperature (◦C) −30–65 ◦C ±1 ◦C
Wind speed (m/s) 0–50 m/s ± 1 m/s (wind speed <5 m/s);± 10% (wind speed >5 m/s)
AM4214SD hot wire
anemometer Outlet air velocity (m/s) 0.2–25 m/s ±5% of reading
Outlet air temperature (◦C) 0–50 ◦C ±0.8 ◦C
The experiment was carried out for 9 days at Massey University’s Auckland campus, NZ (36.7◦ S,
174.7◦ E). The test began at 9 am and ended at 4 pm (New Zealand Daylight Time). On each day, the
air was circulated through the panel for at least 10 min prior to commencing the measurement. During
the test, the fan regulator was set at 50% maximum speed of the ventilator from Day 1 to Day 4; at 75%
maximum speed of the ventilator from Day 5 to Day 8, and 100% maximum speed of the ventilator on
Day 9. The 50% and 75% maximum speed of the ventilator were set to investigate the efficiency and
the outlet air temperature rise (between the outlet air and inlet air) of this SAH, when it was operated
at different air mass flow rate.
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2.3. Thermal Efficiency Calculation
The thermal efficiency of the SAH was estimated based on Equation (1).
η =
.
mCP(To − Ti)
AcIT
=
ρϑAdCP(To − Ti)
AcIT
(1)
where,
Ac Solar air heater effective area (m2)
Ad Outlet duct cross section area (m2)
CP Specific heat capacity of air [J/(kg*K)]
IT Solar radiation on the tilted solar air heater surface (W/m2)
Ti Inlet air temperature (K)
To Outlet air temperature (K)
.
m Air mass flow rate (kg/s)
η Efficiency (%)
ρ Density of air (kg/m3)
ϑ Air velocity (m/s)
During the calculation, it was assumed that the monitored air velocity was the mean air velocity.
The ambient air temperature was the inlet air temperature. Equation (1) shows that efficiency of the
SAH depends on air mass flow rate and the parameter that temperature difference between outlet air
and inlet air divide the solar radiation on the tilted solar collector surface, as air specific heat capacity
and solar collector effective area were constant. The air density and the air specific heat capacity were
set according to the air temperature, as shown in Table 3 [25].
Table 3. Air density and air specific heat capacity under different temperature; Source: [25].
Air Temperature (K) Air Density (kg/m3)
Air specific Heat
Capacity (J/(kg*K))
Air Dynamic Viscosity
× 10−5 (kg/(m*s))
[273.15, 283.15] 1.269 1006 1.748
[283.15, 293.15] 1.225 1007 1.797
[293.15, 303.15] 1.184 1007 1.844
[303.15, 313.15] 1.145 1007 1.892
[313.15, 323.15] 1.109 1007 1.938
[323.15, 333.15] 1.076 1007 1.984
[333.15, 343.15] 1.044 1007 2.029
The solar radiation incident on the absorber layer was calculated using the computer program
solaR [26]. The Spencer model [27] was chose to calculate the declination angle and the extra-terrestrial
radiation incident on the plane. The Boland-Ridley-Lauret model was used to calculate the
horizontal diffuse solar radiation based on the measured global horizontal solar radiation [28,29]. The
Boland-Ridley-Lauret model performed well in both North and South Hemispheres [28]. The Hay
and McKay model was used to estimate the diffuse radiation on the inclined absorber plate [30]. All
equations for calculating the solar radiation incident are attached in Appendix A.
2.4. Effective Efficiency Calculation
To evaluate the economic performance, the effective efficiency of the solar air heater is estimated
according to the Equation (2) [31].
mηe f f =
Qu − PmC
ITAC
(2)
where,
Energies 2020, 13, 1415 7 of 16
ηe f f Effective efficiency of the solar air heater (%)
Qu Useful thermal energy gained by the solar air heater (W)
Pm Mechanical power that required to force the air through the solar air collector (W)
C the conversion factor
IT Solar radiation on the tilted solar air heater surface (W/m2)
Ac Solar air heater effective area (m2)
The conversion factor (C) is the energy conversion efficiency from the primary energy to the
mechanical energy, and a typical value of 0.18 is suggested to be considered [31,32].
The required mechanical power (Pm) can be estimated according to the Equation (3).
Pm = Q∆P = ϑAd∆P (3)
where,
Pm Mechanical power that required to force the air through the solar air collector (W)
Q Volume flow rate (m3/s)
∆P Pressure drop inside the air channel (N/m2)
In this study, the pressure drops due to others have been discarded, while the pressure drops due
to the air moves through the absorber layer and inside the air channel are estimated according to the
Equation (4) [33].
∆P =
2ρ fϑ2L
Dh
(4)
where,
∆P Pressure drop inside the air channel (N/m2)
ρ Density of air (kg/m3)
f Friction factor
ϑ Air velocity (m/s)
L Length of the solar air heater (m)
Dh Hydraulic diameter (m)
The fraction factor can be estimated according to the Equation (5) and Equation (6) [16].
f = 0.059Re−0.2 ( f or turbulent f low) (5)
f =
16
Re
( f or lamina f low) (6)
The hydraulic diameter of the air channel can be estimated according to the Equation (7).
Dh =
2ab
(a+ b)
(7)
where,
Dh Hydraulic diameter (m)
a Width of the air channel (m)
b Depth of the air channel (m)
The hydraulic diameter of the absorber layer needs to multiply the porosity of the absorber layer.
The porosity can be estimated according to the Equation (8).
ϕ =
pidH2
4dS2
(8)
where,
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ϕ Porosity
dH Diameter of the holes (1.5 mm)
dS Spaces between the evenly distributed holes (15 mm)
Reynolds number can be estimated according to Equation (9).
Re =
ρϑDh
µ
(9)
where,
Re Reynolds number
µ Dynamic viscosity (kg/(m*s))
The dynamic viscosity of the air was set according to the air temperature, as shown in Table 3.
2.5. The Uncertainty Calculation
In this study, the errors from both the monitoring devices and the measurements have been
analyzed [19]. The independent measurements include the inlet air temperature, the outlet air
temperature, the outlet air velocity and the solar air radiation. The equipment used and the uncertainty
of these equipment has shown in Equation (10). Considering the density of the air, the specific heat of
the air as constant. The fractional uncertainty of the solar air heater thermal efficiency is estimated
according to Equation (10).
ωη
η
=
√(
ωm
m
)2
+
(
ωI
I
)2
+
(
ω∆T
To − Ti
)2
(10)
where,
ωx Uncertainty of the variable x
The uncertainty of the variable x can be estimated according to Equation (11).
ωx =
√
σx2 + ∆instrument2 (11)
where,
ωx Uncertainty of the variable x
σx Standard deviation of the variable x
∆instrument Uncertainty of the instrument
Results show that the mean values for all the days together for ∆T, Ti, To,
.
m, IT, and the thermal
efficiency are 17.6 ◦C, 19.1 ◦C, 36.7 ◦C, 0.032 kg/s, 428 W/m2, and 44% respectively. The fractional
uncertainty of the efficiency is found to be 0.0061. The theoretical prediction of this SAH was analyzed
by McGowan [34]. This study focuses on the experimental results. All calculations were conducted
using the statistical computing and graphics platform programming language R version 3.4.3 [35].
3. Results and Discussion
3.1. Ambient Weather Conditions during Experiment
During the test, the weather data was monitored at 1-min interval. It found that the solar radiation
ranged from 104 W/m2 (minimum) to 1298 W/m2 (maximum), with the mean (± standard deviation,
SD) level of 544 (± 270) W/m2. The ambient temperature ranged from 15.7 ◦C (minimum) to 22.8 ◦C
(maximum), with the mean (± SD) of 19.1 ± 1.7 ◦C. The wind speed ranged from 0 m/s to 9.6 m/s, with
the mean (± SD) level of 2.0 ± 1.3 m/s. For 99.3% of the time, the wind speed was between 0 m/s and
6.0 m/s, 0.7% of the monitored wind speed was above 6.0 m/s.
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Figure 4 shows the hourly global horizontal solar radiation (top), ambient temperature (middle)
and wind speed (bottom) on each test day.
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Figure 4. Hourly levels of the global hori iation, ambien temperature and wind speed
on each test day.
The hourly solar radi tion ranged from 157 W/m2 ( ini um) to 908 W/m2 (maxi um). The hourly
ambient te p rature was from 16.1 ◦C to 22.5 ◦C. The hourly wind speed was betwe n 0.8 m/s to
3.4 m/s. The mean (± SD) values of the global horizontal solar radiation, ambient temperature and
wind speed on each test day are shown in Table 4.
Table 4. Mean (± standard deviation) values of the global horizontal solar radiation, ambient
temperature and wind speed on each test day.
Test Day Solar Radiation (W/m2) Ambient Temperature (◦C) Wind Speed (m/s)
Day 1 703.3 ± 286.6 19.6 ± 1.3 1.9 ± 1.1
Day 2 374.8 ± 161.6 18.5 ± 1.3 1.3 ± 1.0
Day 3 473.6 ± 255.8 18.3 ± 1.1 1.5 ± 1.1
Day 4 566.7 ± 277.9 17.3 ± 0.8 2.3 ± 1.3
Day 5 626.5 ± 299.2 18.6 ± 1.0 2.5 ± 1.4
Day 6 6.5 ± 2.2 21.3 ± 1.0 3 0 ± 1.5
Day 7 2.0 ± 4.3 18.7 ± 1.0 .5 ± 1.0
Day 8 529.6 ± 152.8 21.3 ± 0.6 1.7 ± 1.0
Day 9 385.3 ± 180.3 18.2 ± 0.9 2.3 ± 1.3
The highest and the lowest mean global ri t l s l r radiation during the test days was 703.3
± 286.6 W/m2 (Day 1) and 374.8 ± 161.6 / ( ay 2) respectively. The mean ambient temperature
ranged from 17.3 ± 0.8 ◦C (Day 4) to 21.3 ± 1.0 ◦C (Day 6). The highest and lowest mean wind speed
was 3.0 ± 1.5 m/s (Day 6), and 1.3 ± 1.0 m/s (Day 2) respectively.
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3.2. Outlet Air Temperature of the Studied SAH
The air mass flow rate affects the outlet air temperature. A higher air mass flow rate makes the
less time for air circulating inside the air channel and absorbing the heat. Consequently, it results in a
lower outlet air temperature [36]. During the test, the air mass flow rate was between 0.022 ± 0.001 kg/s
and 0.056 ± 0.005 kg/s. Table 5 shows mean (± SD) values of the outlet air velocity (m/s), air mass flow
rate (kg/s), solar radiation on the SAH collector surface (W/m2), the outlet air temperature (◦C), and
the temperature difference between the outlet air and the inlet air (∆T, Toutlet-Tinlet) on each test day.
Table 5. The mean and standard deviation (SD) of the velocity, air mass flow rate, solar radiation on
the collector surface, outlet air temperature, and the temperature difference between the outlet air and
the inlet air of the SAH on each test day.
Percent of Maximum
Speed of the Ventilator
(%)
Test Day Velocity(m/s)
Air Mass Flow Rate
(kg*s−1) IT
1 (W/m2) T
2 Outlet Air
(◦C)
T Difference 3
(◦C)
50% Day 1 1.5 ± 0.1 0.014 ± 0.006 552 ± 178 45.2 ± 9.3 25.5 ± 8.3
Day 2 1.5 ± 0.1 0.021 ± 0.001 297 ± 113 31.6 ± 6.4 13.1 ± 5.6
Day 3 1.6 ± 0.1 0.021 ± 0.004 376 ± 153 34.6 ± 8.3 16.3 ± 7.8
Day 4 1.7 ± 0.1 0.019 ± 0.006 451 ± 106 39.5 ± 8.9 22.2 ± 8.7
75% Day 5 2.6 ± 0.1 0.034 ± 0.005 490 ± 112 37.1 ± 6.1 18.6 ± 5.7
Day 6 2.7 ± 0.1 0.035 ± 0.004 478 ± 111 39.1 ± 5.5 17.8 ± 5.3
Day 7 2.7 ± 0.1 0.036 ± 0.005 494 ± 175 36.9 ± 8.9 18.3 ± 8.3
Day 8 2.7 ± 0.1 0.036 ± 0.002 414 ± 92 36.9 ± 5.0 15.5 ± 4.9
100% Day 9 4.0 ± 0.1 0.056 ± 0.005 304 ± 117 29.7 ± 6.3 11.5 ± 5.9
1 Solar radiation on the collector surface (W/m2). 2 Temperature of the outlet air. 3 Temperature difference between
the outlet air and the inlet air, ∆T (Toutlet-Tinlet).
The outlet air temperature ranged from 19.9 ◦C to 59.8 ◦C, with the mean level of 36.7 ◦C (SD:
8.5 ◦C). Table 5 shows the mean (± SD) values of the outlet air temperature ranged from 29.7 ± 6.3 ◦C
(Day 9) to 45.2 ± 9.3 ◦C (Day 1). The mean level of the solar radiation on Day 1 was higher than on the
other days that had the same setting of the fan speed controller (Day 2 to Day 4, 50% maximum speed
of the ventilator). This resulted in the mean outlet air temperature on Day 1 higher than on Day 2 to
Day 4. Consequently, the air density and the mass flow rate on Day 1 were lower than on Day 2, Day 3
and Day 4 regardless of the similar air velocity. The mean air mass flow rate on Day 5 to Day 8 was
between 0.032 kg/s and 0.038 kg/s, at 75% maximum speed of the ventilator. The mean (± SD) value of
mass flow rate on Day 9 was 0.056 ± 0.005 kg/s. The fieldwork performance of this SAH when it was
roof-mounted on the NZ primary schools in winter has been reported [37,38].
Levels of ∆T (Toutlet-Tinlet) obtained during the experiment was from 3.2 ◦C (minimum) to 41.0 ◦C
(maximum). The mean (±SD) values of ∆T (Toutlet-Tinlet) ranged from 11.5 ± 5.9 ◦C (Day 9) to 25.5
± 8.3 ◦C (Day 1). The maximum ∆T (Toutlet-Tinlet) was 41.0 ◦C. This was obtained on Day 4 noon
when the wind speed was 2.2 m/s, the inlet air temperature was 17.5 ◦C, and the solar radiation was
901 W/m2. Multiple linear regressions were built to investigate the attribute of the ∆T (Toutlet-Tinlet),
when it was operated at different air mass flow rate. The model input variables include the solar
radiation, air mass flow rate, inlet air temperature and the wind speed.
As expected, a positive relationship between ∆T (Toutlet-Tinlet) and the solar radiation, a negative
relationship between ∆T (Toutlet-Tinlet) and the air mass flow rate were observed in this study. When the
SAH was operated at air mass flow rate between 0.021 and 0.023 kg/s, ∆T (Toutlet-Tinlet) was impacted
by the solar radiation and mass flow rate. When the SAH was operated at flow rate between 0.032 and
0.038 kg/s, the solar radiation, the mass flow rate, the wind speed and the inlet air temperature all
affected the ∆T (Toutlet-Tinlet). When this SAH was operated at flow rate between 0.054 and 0.058 kg/s,
only the solar radiation levels affected the ∆T (Toutlet-Tinlet) levels. This result was supported by
Omojaro and Aldabbagh [19] and Aldabbagh, Egelioglu and Ilkan [22], where there were a negative
relationship between ∆T (Toutlet-Tinlet) and the air mass flow rate, and a positive relationship between
∆T (Toutlet-Tinlet) and the solar radiation.
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3.3. Thermal Efficiency and Effective Efficiency of the Studied Solar Air Heater
Figure 5 shows the efficiency versus values of the efficiency function parameter (∆T (Toutlet-Tinlet)/IT)
at different air mass flow rate. The regression models for efficiencies of the SAH under different mass
flow rate have been added.
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Figure 6 shows the efficiency versus values of the efficiency function parameter (∆T (Toutlet-Tinlet)/IT)
at different air mass flow rate. The solid line is the thermal efficiency, and the dashed line is the
effective efficiency.
Figure 6 shows that although the thermal efficiency increased with the increasing of the air mass
flow rate, when considering the mechanic power consumed by the fan, the mean effective efficiency
only had a 4% increase when the operated air mass flow rate increased from the range between
0.032 kg/s and 0.038 kg/s to 0.057 kg/s. The effective efficiency of the SAH was 32 ± 5% at the airflow
between 0.021 kg/s and 0.023 kg/s, to 42 ± 6% at the airflow ranging from 0.032 kg/s to 0.038 kg/s, and
46 ± 11% at the airflow of 0.056 ± 0.005 kg/s.
Energies 2020, 13, 1415 12 of 16
Energies 2020, 13, x FOR PEER REVIEW 13 of 17 
 
Figure 6. Thermal efficiency and effective efficiency of the solar air heater versus the value of the 
efficiency function at different air mass flow rate. The efficiency function is the temperature difference 
between outlet air (Toutlet), and inlet air (Tinlet) divide the solar radiation on the collector panel (IT). 
Figure 6 shows that although the thermal efficiency increased with the increasing of the air mass 
flow rate, when considering the mechanic power consumed by the fan, the mean effective efficiency 
only had a 4% increase when the operated air mass flow rate increased from the range between 0.032 
kg/s and 0.038 kg/s to 0.057 kg/s. The effective efficiency of the SAH was 32 ± 5% at the airflow 
between 0.021 kg/s and 0.023 kg/s, to 42 ± 6% at the airflow ranging from 0.032 kg/s to 0.038 kg/s, and 
46± 11% at the airflow of 0.056 ± 0.005 kg/s. 
3.4. Discussions 
The efficiency of the studied SAH was 71 ± 4% [min: 64%, max: 75%], at an air mass flow rate of 
0.056 ± 0.004 kg/s. The maximum thermal efficiency of 75% was found at the mass flow rate of 0.057 
kg/s. Karim and Hawlader [17] reported a double pass V-corrugated SAH with maximum efficiency 
of 82% at an air mass flow rate of 0.056 kg/s. The maximum efficiency of 80% was found from a SAH 
with porous material between the absorber layer and bottom plate, when it was operated at air mass 
flow rate of 0.070 kg/s [2]. Ozgen, Esen and Esen [18] found the maximum thermal efficiency of a 
double parallel flow SAH with aluminium absorber plate with zag-zig arranged aluminium cans on 
both side was 73% at an air mass flow rate of 0.055 kg/s. El-Sebaii, Aboul-Enein, Ramadan, Shalaby 
and Moharram [16] found the thermal efficiency of a double parallel pass V-corrugated SAH was 
67% at an air mass flow rate of 0.060 kg/s; the thermal efficiency of a double parallel flat SAH was 
59% at an air mass flow rate of 0.060 kg/s. 
At an air mass flow rate between 0.032 kg/s and 0.038 kg/s, the efficiency of the SAH found in 
this study was 47 ± 6% [min: 35%, max: 57%]. Prasad, et al. [39] found a single pass SAH with packed 
bed formed by wire mesh had the maximum efficiency of 59% at the mass flow rate of 0.035 kg/s. 
Omojaro and Aldabbagh [19] found the efficiency of a SAH with steel wire mesh was 60% (single 
pass SAH) and 64% (double pass SAH) when it was operated at mass flow rate of 0.038 kg/s. El-
Sebaii, Aboul-Enein, Ramadan, Shalaby and Moharram [15] found a double parallel SAH had the 
thermal efficiency of 56% (flat absorber plate) and 65% (V-corrugated absorber plate) when they were 
operated at mass flow rate of 0.040 kg/s. 
Figure 6. Thermal efficiency and effecti ffi i f t e solar air heater versus the value of the
efficiency function at differ nt air mas flow rate. ffi ie cy function is the temperature diff rence
between outlet air (Toutlet), a inlet) divide the solar rad ation on the collector panel (IT).
3.4. Discussions
The efficiency of the studied SAH was 71 ± 4% [min: 64%, max: 75%], at an air mass flow rate
of 0.056 ± 0.004 kg/s. The maximum thermal efficiency of 75% was found at the mass flow rate of
0.057 kg/s. Karim and Hawlader [17] reported a double pass V-corrugated SAH with maximum
efficiency of 82% at an air mass flow rate of 0.056 kg/s. The maximum efficiency of 80% was found from
a SAH with porous material between the absorber layer and bottom plate, when it was operated at air
mass flow rate of 0.070 kg/s [2]. Ozgen, Esen and Esen [18] found the maximum thermal efficiency of a
double parallel flow SAH with aluminium absorber plate with zag-zig arranged aluminium cans on
both side was 73% at an air mass flow rate of 0.055 kg/s. El-Sebaii, Aboul-Enein, Ramadan, Shalaby
and Moharram [16] found the thermal efficiency of a double parallel pass V-corrugated SAH was 67%
at an air mass flow rate of 0.060 kg/s; the thermal efficiency of a double parallel flat SAH was 59% at an
air mass flow rate of 0.060 kg/s.
At an air mass flow rate between 0.032 kg/s and 0.038 kg/s, the efficiency of the SAH found in this
study was 47 ± 6% [min: 35%, max: 57%]. Prasad, et al. [39] found a single pass SAH with packed bed
formed by wire mesh had the maximum efficiency of 59% at the mass flow rate of 0.035 kg/s. Omojaro
and Aldabbagh [19] found the efficiency of a SAH with steel wire mesh was 60% (single pass SAH) and
64% (double pass SAH) when it was operated at mass flow rate of 0.038 kg/s. El-Sebaii, Aboul-Enein,
Ramadan, Shalaby and Moharram [15] found a double parallel SAH had the thermal efficiency of 56%
(flat absorber plate) and 65% (V-corrugated absorber plate) when they were operated at mass flow rate
of 0.040 kg/s.
At an air mass flow rate betwe n 0.021 and 0.023 kg/s, the thermal efficiency of this studied SAH
was 34 ± 5% [min: 24%, max: 44%]. C abane, Moummi and Benramache [9] reported the thermal
efficiency of a SAH both with the longitudinal fins installed un er the absorbe layer and without the
fins installed. It reported th t the thermal efficiency of this SAH without fins w s 35% and 44% at the
air mass flow rate of 0.012 kg/s and 0.016 kg/s respectively. This thermal efficiency as increased to
40% and 52% for the SAH with the fins [9].
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Overall, the efficiency of this studied SAH was higher than the efficiency of some SAHs reported
in literature, when it was operated at air mass flow rate of 0.057 kg/s (100% maximum ventilator).
However, when this studied SAH was operated at 50% and 75% of maximum ventilators, its efficiency
was lower than efficiency of some SAHs reported in literature.
4. Conclusions
This paper has investigated the experimental performance of a SAH under Auckland (NZ) weather
conditions. This SAH has the inlet air passing through a perforated back plate and the felt absorber
layer. This study found when the SAH was operated at 100% maximum fan speed (mass flow rate
range from 0.054 kg/s to 0.058 kg/s), the wind speed and the inlet air temperature did not impact the
∆T (Toutlet-Tinlet) and thermal efficiency. The maximum ∆T (Toutlet-Tinlet) of 41 ◦C was obtained at the
wind speed 2.2 m/s, the inlet air temperature was 17.5 ◦C and the solar radiation was 901 W/m2, when
the SAH was operated at the mass flow rate of 0.022 kg/s. The maximum thermal efficiency of 75%
was achieved when it was operated at air mass flow rate 0.057 kg/s.
Compared with the thermal efficiency of other solar air heaters that have been reported in the
literature, this studied solar air heater has a higher thermal efficiency when it was operated at the air
mass flow rate of 0.057 kg/s, but has a lower thermal efficiency when it was operated at the air mass
flow rate between 0.032 kg/s and 0.038 kg/s. However, when considering the economic performance,
the mean effective efficiency had a 4% increase when the operated air mass flow rate increased from
the range between 0.032 kg/s and 0.038 kg/s to 0.057 kg/s. Future studies could confirm the optimum
operational conditions by combining the theoretical analysis and experimental data. With the results
of the theoretical analysis, future modifications of this SAH, i.e., moving the outlet air duct to a central
location, increasing the diameter of the holes on the perforated back plate, and change the current
downward type outlet air duct to an upward type, could be needed to enhance the heat transfer of the
solar air heater.
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Appendix A
Spencer model to estimate the declination angle:
δ = (180/pi)(0.006918− 0.366612cosB+ 0.070257sinB− 0.006758cos2B
+0.000907sin2B− 0.002697cos3B+ 0.00148sin3B)
B = (n− 1)360
365
where
δ the declination angle
n the nth day of the year
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Spencer model to calculate the extra-terrestrial radiation incident on the plane:
Gon = GSC(1.000110+ 0.034221cosB+ 0.001280sinB+ 0.000719cos2B
+0.000077sin2B)
GSC = 1366.1 W/m2
where
Gon the extra-terrestrial radiation incident on the plane
GSC the solar constant
Boland-Ridley-Lauret (BRL) model to estimate the horizontal diffuse solar radiation from the
global horizontal solar radiation.
d =
Idi f f use
Iglobal
=
1
1+ e−5.38+6.63kt+0.006AST+0.007α+1.75Kt+1.31ψ
kt =
Iglobal
H0
Kt =
∑24
j=1 Iglobal j∑24
j=1 H0 j
ψ =

kt−1+kt+1
2 , sunrise < t < sunset
kt+1, t = sunrise
kt−1, t = sunset
where
d Diffuse fraction
Idi f f use Hourly horizontal diffuse solar radiation
Iglobal Hourly horizontal global solar radiation
kt Hourly clearness index
AST Apparent solar time
α Solar angle in degrees
Kt Daily clearness index
ψ Error or residual values
H0 Hourly extraterrestrial radiation
Hay and McKay model to estimate the solar irradiance on the tilted panel.
Ds = D[
I
Io
∗ cosi
cosz
+ 0.5(1− I
Io
)(1+ cosρ)]
where
Ds Diffuse solar irradiance for an inclined surface
D Diffuse sky irradiance
I Radiant intensity at normal incidence
Io Solar constant
i Angle of incidence between Sun and normal to the surface
z Solar zenith angle
β Panel tilted angle (slope angle)
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